
 

Address: 

220 W Van Buren St, Ste 204, Columbia City, IN 46725 
Telephone number: 

(260) 248-3111 
                                     PROPOSED CODE CHANGE (check one) 

⌧ Change to read as follows.      �  Add to read as follows.      �   Delete and substitute as follows.             �  Delete without substitution. 

 

Change in the second sentence of R308.4 Item 3.4, Exception 2., and Item 7. Exception 1. to read as follows: 

The rail shall be capable of withstanding a horizontal load of 50 200 pounds per lineal … 

 

 

 

 

 

 

 

 

 

 

 

 

 
                                                                                                                            REASON 

This proposal will require the guards placed in front of non-safety glazed windows (in order to not have to 

safety glaze the window) to meet the same horizontal load requirement that other guards in the code are 

required to meet. 

 

 

 

 

Fiscal impact: This proposal will increase the cost of construction. 

 

 

 
                                                                                                       REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further study 
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